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PART I 
RED LAKE RESERVATION HOUSING AUTHORITY 
TRIP REPORT 
INTRODUCTION 
Mike Ford, Building Research Council (BRC)/University of Illinois Urbana-Champaign 
(UIUC), and Paul Knight, Magna Systems, Inc., conducted a site visit at the Red Lake 
Reservation Housing Authority (RLRHA) on August 2-4, 2004. The RLRHA administers 
the housing program for the Red Lake Band of Chippewa Indians. The site visit provided 
technical assistance to the housing authority in assessing mold and moisture conditions in 
housing units. This report summarizes activities and issues addressed while on site. A 
detailed analysis of findings and recommendations is found in PART II: Red Lake 
Reservation Housing Authority Technical Housing Assessment Report: Examining Mold 
and Moisture Conditions of Homes on the Red Lake Reservation. 
BACKGROUND INFORMATION 
The Red Lake Band of Chippewa Indians is located in Beltrami, Clearwater, 
Koochiching, Lake of the Woods, Marshall, Pennington, Polk, Red Lake, and Roseau 
Counties in the State of Minnesota and into southern Ontario, Canada. The City of Red 
Lake overlooks the south shore of Lower Red Lake in north central Minnesota. The area 
is comprised of large lakes, streams, rivers, and boreal forests. 
The average annual precipitation is 23.2 inches. The average annual snowfall is 59 
inches. Winter snow begins falling in October and remains until melt-off in early May. 
The broad annual temperature ranges from a high of75.3 oF and the minimum 
temperature of-7.1 o F. 
Approximately 6,000 Native Americans reside on the Red Lake Reservation. In the past 
three years RLRHA has undergone a rapid increase in the number of housing units it has 
built and maintains. According to Gerald Lussier of the RLRHA, the housing authority 
oversees approximately 700 homes for the Band, of which about 400 are Low Rent and 
300 are Mutual Help. 
The assessment team responded to a request from the Eastem!Woodlands Office of 
Native American Programs to assess site and housing conditions contributing to mold and 
moisture problems at the Red Lake Reservation. The Executive Director of the Housing 
Authority requested technical assistance to address mold and moisture conditions and 
mold testing. 
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The assessment team visited three Mutual Help homes. The investigated homes were 
three bedroom ranch style dwellings. Two homes had full basements; one home was built 
over a crawl space. Two homes were heated with propane; one home used a wood-stove 
as its primary source of heat. The homes ranged in age from two years to approximately 
sixteen years old. 
Day 1: Monday, August 2, 2004 
Monday was a travel day. 
Day 2: Tuesday, August 3, 2004 
The assessment team arrived at the RLRHA Office in Red Lake, Minnesota on Tuesday 
morning. The team met with Gerald Lussier, Housing Inspector, to discuss the day's 
activities, outline the team's role while on the reservation, and address the housing 
authority's concerns regarding the site visit. The RLRHA staff presented photographs of 
specific mold and moisture issues that the housing authority had been handling 
The RLRHA selected the properties to be inspected and Gerald Lussier coordinated the 
logistics for the site visit. Following the meeting, the assessment team, guided by Gerald 
Lussier and Gerald Blue, Program/Project Coordinator, inspected three Mutual Help 
homes 
Digital photographs were taken to record conditions in all three homes. The inspection 
process also involved visual assessments ofboth interior and exterior conditions; various 
measurements pertaining to infiltration, and airflow; and discussions with available 
residents. PART II: Red Lake Reservation Housing Authority Technical Housing 
Assessment Report: Examining Mold and Moisture Conditions of Homes on the Red Lake 
Reservation provide a detailed analysis of findings and recommendations for the 
inspected homes on the Reservation. 
On Tuesday afternoon, the assessment team met with Gerald Lussier to discuss mold and 
moisture issues and conditions identified locally from on-site inspections. 
Day 3: Wednesday, August 4, 2004 
Wednesday was a travel day. 
FINDINGS 
An overview of findings and recommendations for the site visit follows. PART II: Red 
Lake Reservation Housing Authority Technical Housing Assessment Report provides a 
more detailed discussion and analysis of the findings. 
Only three of the 700 homes managed by RLRHA were inspected. The findings listed 
below are specific to the homes inspected and may not be issues in other homes managed 
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by RLRHA. Reference back to these findings and subsequent recommendations should 
be made by RLRHA when similar moisture problems are encountered in other homes. 
Findings: 
1. All the bathroom fans appeared to be the original home fans and functioned 
poorly, if at all. They vented to the outside, as did the kitchen exhaust fans. The 
unvented clothes dryers could be a significant moisture source. 
2. Poor attic insulation and air sealing over top plates in homes without energy 
trusses lead to interior mold problems at the exterior wall/ceiling juncture. 
3. Basement walls are well insulated; however, moisture problems are occurring 
with a basement wall that has been finished on the interior. A combination of 
poor localized site drainage and improper interior finishing cause the moisture 
problems. 
4. Return air grilles located in both inspected basements may be the source of the 
occupant complaints of musty smells in the main body of the home. Both 
basements were wet. 
5. Ventilation systems functioned poorly, if at all, due to improper installation or 
occupant behavior. 
6. Overall site drainage around the homes is good. Localized holes and 
depressions, especially around basement window wells, contributed to interior 
basement moisture problems. 
7. Occupant lifestyles contribute to moisture and other indoor air quality issues. 
Lifestyle issues include clutter in basements, disconnected dryer vents, clogged 
fresh air intakes on the ventilation systems, heavy fabrics hung over windows and 
dirty or missing furnace filters. 
MOLD TESTING 
The assessment team's general message is: if there is mold inside a building, it needs to 
be cleaned up. Generally, it is not necessary to identify the species of mold growing in a 
residence. There is no baseline of acceptable or unacceptable mold concentrations in a 
home. This message is consistent with other federal agencies and experts as documented 
below. Attachment 1 is a copy of The Measurement Problem Regarding Mold. 
The Bemidji Area Indian Health Service Office of Environmental Health and 
Engineering, Environmental Health Services Section (BAIHS EHSS), Guidelines on 
Assessment and Remediation of Fungi in Indoor Environments position on testing is: 
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Consistent with Center for Disease Control (CDC) and Environmental 
Protection Agency, BAIHS EHSS does not recommend testing as the first 
response to an indoor air quality concern. Instead, careful detailed visual 
inspection and recognition of moldy odors should be used to find 
problems needing correction. Efforts should focus on areas where there 
are signs of moisture or high humidity or where moisture problems are 
suspected. The investigation goals should be to locate indoor mold growth 
to determine how to correct the moisture problem and remove 
contamination safely and effectively. 
The Adverse Human Health Effects Associated with Molds in the Indoor Environment: 
American College of Occupational and Environmental Medicine, states that to 
successfully remediate mold and moisture conditions, the water and moisture sources 
must be identified and corrected. 
Mold spores are present in all indoor environments and cannot be 
eliminated from them. Normal building materials and furnishing provide 
ample nutrition for many species of molds, but they can grow and 
amplify indoors only when there is an adequate supply of moisture. 
Where mold grows indoors, there is an inappropriate source of water and 
moisture that must be identified and corrected before remediation of the 
mold colonization can succeed. Mold growth in the home, school, or 
office environment should not be tolerated because mold physically 
destroys the building materials on which it grows, mold growth is 
unsightly and may produce offensive odors and mold is likely to sensitize 
and produce allergic responses in allergic individuals. Except for persons 
with severely impaired immune systems, indoor mold is not a source of 
fungal infections. Current scientific evidence does not support the 
proposition that human health has been adversely affected by inhaled 
mycotoxins in home, school, or office environment. 
BAIHS EHSS Guidelines on Assessment and Remediation of Fungi in Indoor 
Environments discusses the limitations of testing. 
Mold testing only provides a snap-shot estimate for a single point in time 
and a single location. How well the test represents other locations and 
times is uncertain since the amounts and types of mold in the environment 
are always changing. Furthermore, there is no basis for setting a baseline 
of acceptable or unacceptable mold concentrations. The variability can be 
especially large for airborne molds, with significant changes occurring 
over the course of hours or less. Caution must also be used in interpreting 
surface testing results, since mold growth or deposition may not be 
uniform over an area and may increase or decrease as time passes. Unless 
many samples are taken over a period of time and the investigator has 
been mindful of building operations and activities during the testing, the 
results might not be very representative of typical conditions; in addition, 
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tests reflecting typical conditions may also miss evidence of problems that 
only occur infrequently (water leaks during rain storms). 
Mold testing is often expensive. If testing is unnecessary or done poorly, the money will 
not be available for remediation and repairs. The following web sites and references 
provide further information on mold remediation and testing. 
Indoor Air Quality 
Ball State University Indoor Environment Notebook- General resource on a number 
of topics related to indoor air quality. 
http://publish.bsu.edu/ien/archives/archive_list.htm (will open a new browser window) 
EPA - Mold Remediation in Schools and Commercial Buildings 
http://www.epa.gov/iaq/molds/index.html (will open a new browser window) 
New York City Department of Health Bureau of Environmental & Occupational 
Disease Epidemiology- Guidelines on Assessment and Remediation of Fungi in 
Indoor Environments 
http://www.ci.nyc.ny.us!html!doh/html/epi/moldrptl.httnl (will open a new browser 
window 
References 
Guidelines on Assessment and Remediation of Fungi in Indoor Environments. Bemidji 
Area Indian Health Service Office of Environmental Health and Engineering, 
Environmental Health Services Section 
The Measurement Problem Regarding Mold, by William B. Rose, Research Architect, 
Building Research Council/School of Architecture, University of Illinois, Urbana-
Champaign Campus, 2003. 
Adverse Human Health Effects Associated with Mold in the Indoor Environment: 
Position Statement by Hardin, Kelman, and Saxon, American College of Occupational 
and Environmental Medicine, 2002. 
FUTURE HOUSING AUTHORITY ACTIONS 
The Red Lake Reservation Housing Authority was organized and helpful. The staff and 
residents were friendly and eager to resolve the mold situation. Two inspected homes had 
undergone repairs and remediation for mold conditions, and the third home was 
scheduled for repairs. The Authority maintains a close partnership with the residents. 
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In the future the Authority should strengthen their partnership with the residents, 
educating occupants on minor maintenance and equipment use issues, and addressing 
appropriate installation and construction techniques with maintenance staff. 
Giving occupants the skills and knowledge to maintain, utilize, and repair the home will 
improve the relationship between the Housing Authority and residents as well as improve 
indoor moisture conditions. Occupants will be empowered to take care of the home 
mechanical systems which are currently not being maintained or appropriately utilized. 
The RLRHA should examine installation practices. In all inspected homes, improper 
installation was a cause for inadequate ventilation and moisture build up. Bathroom 
vents, whole house ventilation units, furnaces, and exterior vent caps functioned poorly 
as a result of improper installation. Specific changes in construction practices could also 
alleviate mold and mildew problems. 
PROGRAMMATIC RECOMMENDATIONS 
A particular challenge to all housing authorities is the development of a prompt and 
effective service delivery system to address mold and moisture conditions. This requires 
a partnership between the housing authority and residents with a system that includes 
training for the maintenance staff on how to implement the technical recommendations 
and training for residents on their roles and responsibilities as homeowners and tenants. 
RLRHA has already taken action steps to create a partnership. Additional steps to 
supplement their program could include formalized methods for addressing mold 
problems and maintenance issues as they occur. For example: 
1. Mandatory attendance at annual homeowner/tenant clinics as part of the annual 
recertification process. At these clinics, provide instruction on home maintenance 
issues, such as identifying and repairing leaks and maintaining gutters. 
2. During the annual recertification process, ask occupants to complete a survey 
based on Housing Quality Standards (HQS) with additional questions on mold 
and moisture conditions in their homes. Completing the survey further engages 
residents in their own home maintenance. Furthermore, the survey responses 
provide additional information to the housing authority on unreported problems, 
especially leaks and inoperable fans that might contribute to an unsafe and 
unhealthy home environment. 
A supplemental program could be implemented for maintenance staff. Mandatory 
meetings will educate personnel on regular maintenance issues, appropriate installation 
methods, and suitable construction practices to reduce moisture and prevent mold and 
mildew. 
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Attachment I 
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APPENDIX C: LIMITATIONS OF MOLD SAMPLING 
The Measurement Problem Re1ardina Mold 
By Willlam B. Rose, Research Architect 
Building Research CouncWSchool of Architecture 
University of Illinois, Urbana ... Champaign 
When complaints of mold problems occur, two courses of action are appropriate: 1) 
visually assess the site, remove the mold, and correct the conditions that led to the mold 
and 2) contact health professionals for allergy or respiratory problems. The proper action 
is to discover sites of mold growth. Where this approach has been used, the outcome has 
been, in every case, improvement of indoor environment conditions (though the 
improvements may take time) and improvement of health conditions. This is the 
recommended approach for dealing with mold problems in housing in Indian areas. 
Techniques for sampling biological aerosols were developed for industrial and 
agricultural settings. They were designed to help industrial hygienists determine the 
safety of workplaces and other environments. The value of their work was evident in 
determining the causes of the Legionella outbreak of 20 years ago, and in sampling for 
biological ·warfare agents at present. Sampling produces counts of mold material from 
samples taken in the air or on sUrfaces. It may detennine the number of viable spores in a 
sample from the air or a surface. And it may be used to identify genus and species of 
mold found in the sample. 
Neither of the two recognized guidelines for mold remediation, the NYC Department of 
Health's Guidelines on Assessment and Remediation of Fungi in Indoor Environments 
and the USEPA's Mold Remediation in Schools and Commercial Buildings, calls for 
environmental sampling for routine mold problems. Both guidelines discourage 
. environmental sampling in most cases. This opinion is summarized on the CDC website: 
Generally, it is not necessary to identify the species of mold growing in a 
residence, and CDC does not recommend routine sampling for molds. Current 
evidence indicates that allergies. are the type of diseases most often associated 
with molds. Since the susceptibility of individuals can vary greatly either because 
of the amount or type of mold, sampling and culturing are not reliable in 
determining health risk . . . reliable sampling for mold can be expensive, and 
standards for judging what is and what is not an acceptable or tolerable quantity 
of mold have not been established. 
In general, the use of mold sampling must be discouraged. There are several reasons for 
this. First, aside from allergic effects, the health outcomes of mold in homes, schools or 
offices have not been established. Second, given those circumstances, there is no basis for 
setting a baseline of acceptable or unacceptable mold concentrations. Third, the internal 
repeatability of mold sampling results has not been shown in the literature. Fourth, 
weaknesses in the visual assessment protocols have not been demonstrated. 
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Mold sampling has been done in residential settings, leading to conclusions about the 
presence of mold, about the presence of individual species of mold, and about high 
concentrations of mold in some locations. However, much of the information provided by 
sampling is already known from common sense. The following are some facts about 
mold in indoor environments that are known_ even before measurements are taken: 
1. Mold is everywhere. The outdoor air contains rather high concentrations of mold 
spores, which are naturally occurring. By contrast, most building interiors contain 
lower concentrations, though the concentrations indoors and outdoors vazy over 
time. Indoor air comes from the outdoors. If the indoor is cleaner than the 
outdoors, something served as a filter, accumulating mold, dust and airborne 
material over time. Some commercial buildings have filtration systems designed 
to clean air as it passes from outdoors to indoors. But in most buildings, the 
outdoor air infiltrates through cracks and cavities in the building envelope as it 
travels indoors. If the indoor air is cleaner, then the building envelope acts like a 
filter. Therefore, when a sample of indoor air is taken, mold spores will be found. 
The conclusion "This building has mold" can be made of all buildings. 
2. Dust, dirt, mold spores and other particulates aecumulate in building cavities over 
time. There is ito passive cleaning process for building cavities to match this 
cumulative process. Because the walls and roofs filter outdoor air as it moves 
indoors, all building cavities must be considered as sites with high concentrations 
of mold spores and other airborne material. 
3. Evidence indicates that where proper conditions are in place, sooner or later the 
species that typically inhabit such spaces will arrive. Stachybotrys is known to 
inhabit pulpy cellulose materials that are maintained at a high water activity level. 
With the right quantity of water, the paper facing of gypsum products generally 
shows the growth of Stachybotrys. Where the appropriate conditions are 
maintained for a long enough time, Stachbotrys ap.d other species appear and 
grow. "Wet it, and they will come." 
4. It is logically impossible to prove a negative statement. There are no tests that · 
allow one to draw the conclusion that absolutely no mold spores representing a 
species are to be found in a space. Even if a test should turn up no spores of a 
given species that does not provide conclusive evidence of the total absence of 
that species from the interior space. And conditions may change from one hour to 
another. So a finding in a room or building of any given species, including 
Stachybotrys, should not be considered exceptional. The absence of a species 
from a space can be detennined statistically to a pre-selected degree of 
confidence, requiring several tests. 
What, then, remains to be discovered through mold measurement? It is· already 
determined, for all buildings, that mold is contained in the air, that any species may be 
found in the air or on the surface, and that high concentrations of mold are contained in 
the cavity. If a tenant or occupant complains about living conditions, it is clear that any 
unit that occupant will move to will have mold in the air, will have all common species of 
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mold in the air or on surfaces, and will have high concentrations of mold in the building 
cavities. It is wrong to presume that buildings are sterile simply by virtue of their never 
having been measured. 
Measurements of mold are not useful if the purpose of the measurement is to determine 
any or all of the following: 
1) if the building has mold, 
2) if a certain species, say, Stachybotrys, is present, or 
3) if the building cavities have high concentrations . 
For the measurement criteria above, no measurements should be made, as the results will 
be dismissed as being of no use. 
Possible Occasions for Mold Measurement 
After the effective implementation of visual assessment and remediation of mold as 
described above and conditions of mold are suspected to still exist, it is possible (though 
unlikely) that a visual assessment will o·verlook a cause of distress. If that happens, one 
strong possibility is that the distress is not related to mold in the first place. However, in 
· the case where a mold problem has not been accurately identified and remediated through 
visual assessment, three scenarios are often suggested as possible occasions for mold 
measurement: 
1. Active mold growth is usually accompanied by amplification, the strong increase in 
mold of one or two species out of proportion to the background taxa. 
2. Mold may have an odd ·source, such as air conditioning ductwork, and may be present 
in the building only when that source contributes to the space, or 
3. An investigator may use a fixed level as a measure of acceptability or cleanliness 
(though it bears repetition: there are not exposure limits set by any authorities). 
In each of these cases, mold measurement may be able to provide some insight. 
The statistics of mold measurement 
For mold measurement to provide insight, or to provide material for decision-making, the 
results of mold testing inust be statistically significant. One measurement is never 
statistically significant. Understanding the notion of statistical significance requires 
understanding error and bias. 
Two samples of the same space will never provide the same results. There is always some 
spread (or precision error) in the data. The mold sampling industry generally fails to 
make public their estimates of the precision error in their sampling methods. It would be 
good to know, for the same equipment, same operator, same laboratory, same techni~ian, 
what the estimate of the error would be. That information is not presently available. In 
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addition to precision error, there are many other factors that tend to bias the results one 
way or another. These include the following: 
1. Time of the day (ascomycetes tend to release spores in the afternoon, 
basidiomycetes in the morning) 
2. Season (lower during winter) 
3. Snow cover (greatly reduces outdoor concentrations) 
4. Sampling technique (lowest with culturable samples, medium with impactors, 
highest with PCR) 
5. Variations over space (highest, usually, in basements and crawl spaces) 
6. Variations by surface (highest near carpets) 
7. Disturbance (greatly higher with scuffing and fluffing of carpets, etc.) 
8. Variations by wetness (higher concentrations on wetter materials) 
9. ·Laboratory 
1 o~ Technician 
It is evident that achieving statistically significant results requires considerable care, in 
addition to thoroughly accounting for variables. All proposals for mold study that 
involve sampling must contain information that describes: 
1. The yardstick, or baseline values, that will be used for interpretation, 
2. The variables that are accounted for in the study, 
3. The error estimate associated with those variables, 
4. The confidence interval to be used (95% confidence in the results is 
recommended), 
5. How the study will deliver that level of confidence. 
Sampling campaigns that give numbers without giving statistical significance to those 
numbers are worse than worthless. They come at a financial and social cost and are very 
disruptive to the lives of individuals, families and tribes. 
The range of concentrations a·ften found in mold measurements is several orders of 
magnitude-sometimes several dozen spores or colony-forming-units (CFU s) per unit of 
mass or volume out to several million. Most guidance advises representing the 
distribution as lognormal; that is, if the data values are represented not as numbers with 
zeroes but as powers often, then-the exponen~s occur in a normal distribution. This is 
quite helpful, as one of the tails of the distribution never drops below zero. 
Let us presume that an environmental consultant hypothesizes that the airborne mold 
spore concentration in a room exceeds a certain value. Of course, the consultant would 
be obliged to cite the reference for the value selected. Taking a single sample gives a 
distinct reading for the sample but says nothing about the concentration in the room. A 
second sample, with a result different from the first, proves that a single sample cannot 
characterize the actual concentration. Also, clearly, the more samples that are taken, the 
more sure one can be that the mean of the measured values represents the actual value, 
and can be used in this comparison test. 
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Let us also presume that the confidence interval used is 0.05 (a.= 0.05). That means that 
5% of the time the confidence in the veracity of the finding will be misguided. 
Nevertheless, many scientific and management findings use a 0.05 confidence interval. 
Tribal leaders or others who are entertaining proposals from environmental consultants 
might consider having a stated confidence interval at the time of the work proposal, 
perhaps of 5%. 
Then standard statistics allows us to calculate the confidence interval. The result is 
usually expressed as a value y ± z (a.= 0.05). The value y is the mean (average) of the 
sample values. The value z is composed of the Standard Error (SE, equal to the standard 
deviation divided by square root of the count-1) times a factor called "student's-t" (t). 
This factor is commonly used in statistics when the number of samples is small; it is 
found in textbooks of statistics and as a common spreadsheet function. The value z is 
equal to (t) • (SE). 
An environmental consultant may wish to sample to determine if a certain species is 
present or not. Common species of mold should always be deemed to be present, but 
may be proved to be absent, if indeed they are absent, to any selected degree of 
confidence (never for certain). 
Testing is expensive. So there is a strong tendency on the part of both consultants and 
clients to conduct testing without regard to the statistical significance. This practice 
should end, as the results cannot be used for decision-making. If testing is to be done at 
all, then the testing campaign must be designed to have the power to provide answers to 
the critical questions. 
All mold testing must include a minimum of two samples per measurement site. Taking 
only one sample leaves the impression that the value is somehow elevated above error. 
With two samples per site, the issue of error is inescapable. In addition all mold testing 
should: 
• State the question or hypothesis that is being answered or addressed through testing 
• State the criteria (absolute or comparison) used to address the hypothesis 
• State the proposed oonfidence level. 
• List the errors and biases tha~ are accounted for (or controlled for) in the testing. 
• Calculate the margin of error. 
• Report the findings with the margin of error. 
• Attach statistical significance to the conclusions. 
July, 2003 
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EXECUTIVE SUMMARY 
August 2-4, 2004 
Three homes were inspected for mold and moisture problems for the Red Lake 
Reservation Housing Authority (RLRHA). The investigation was conducted August 2 -
4, 2004 by Paul Knight, Magna Systems, Inc. and Michael Ford, Building Research 
Council. 
Exterior and interior inspections were conducted for the three homes. The inspection 
process involved visual assessment of both interior and exterior conditions, airflow 
measurement of bathroom exhaust fans and resident interviews. 
RLRHA reported the following moisture problems in their homes: 
• Mold in bathrooms. 
• Window condensation. 
• Wet basements. 
• Poor ventilation. 
Mold was found in all three inspected homes. Two homes had wet, moldy basements. 
The crawl space in the third home could not be inspected. Two homes had mold 
problems in the bathrooms. One home had severe mold problems around windows as 
well as at the juncture of the exterior walls and ceiling. 
Ventilation was poor in all three inspected homes. 
The two homes built in 1990 and 1997 were site built with 2 inch x 6 inch framing over 
basements. The home built in 2002 was modular construction built over a crawl space. 
Only three of the 700 homes managed by RLRHA were inspected. The findings listed 
below are specific to the homes inspected and may not be issues in other homes managed 
by RLRHA. Reference to these findings and subsequent recommendations should be 
made by RLRHA when similar moisture problems are encountered in other homes. 
Principal Findings: 
1. All the bathroom fans appeared to be original and functioned poorly, if at all. 
All the bathroom exhaust fans vented to the outside, as did the kitchen exhaust 
fans. Unvented clothes dryers could be a significant moisture source. 
2. Poor attic insulation and air sealing over top plates in homes without energy 
trusses lead to interior mold problems at the exterior wall/ceiling juncture. 
3. The basement walls are well insulated; however, moisture problems are 
occurring with a basement wall that has been finished on the interior. A 
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combination of poor localized site drainage and improper interior finishing cause 
the moisture problems. 
4. Return air grilles located in both inspected basements may be the cause of 
occupant complaints of musty smells in the main body of the house. Both 
basements were wet. 
5. Ventilation systems function poorly, if at all, because of improper installation 
or occupant behavior. 
6. Overall site drainage around the homes is good. Localized holes and 
depressions, especially around basement window wells, contribute to interior 
basement moisture problems. 
7. Occupant lifestyles may also be contributing to moisture and other indoor air 
quality issues. Lifestyle issues include clutter in basements, disconnected dryer 
vents, clogged fresh air intakes on ventilation systems, heavy fabrics hung over 
windows and dirty or missing furnace filters. 
The report provides technical recommendations and discussions focusing on these items. 
Appendix A includes a summary of findings at each inspected unit. Appendix B 
provides observations and recommendations for each unit. 
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INTRODUCTION 
The Building Research Council (BRC) responded to a request from the 
Eastern/Woodlands Office ofNative American Programs to assess site and structural 
conditions contributing to mold and moisture problems in homes managed by the Red 
Lake Reservation Housing Authority (RLRHA) in northern Minnesota. The 
investigation was conducted August 2-4, 2004 by Paul Knight, Magna Systems, Inc. and 
Michael Ford, Building Research Council. Inspected units were pre-selected by 
RLRHA. 
RLRHA reported the following moisture problems: 
• Mold in bathrooms. 
• Window condensation. 
• Wet basements. 
• Poor ventilation. 
Mold was in all three inspected homes. One home 
had severe mold problems around all windows as 
well as at the juncture of the exterior walls and ceiling. 
The ventilation systems found in the homes functioned poorly, if at all. Two bathroom 
exhaust fans measured 0 CFM whereas the other two, both in one home, functioned well 
below rated capacity. The exhaust on a heat recovery system also measured 0 CFM. A 
damper found on a supply-only ventilation system was installed backwards such that it 
would never open. 
Both inspected basements were wet. Open return air grilles in these basements 
contributed to musty smells in the main body of the house. The crawl space in the third 
home could not be accessed. 
Attic insulation was poor over the top plates in the home without energy trusses. This 
same home had mold growth at the juncture of the exterior walls and ceiling. The 
inspected home with an energy truss did not have this problem, although the attic 
insulation level was far below the recommended level. The attic in the third home was 
inaccessible. 
All homes had fairly good site drainage. Localized holes and depressions around the 
foundations, especially around basement window wells, could be the cause of wet 
basements. None of the homes had a gutter system. Poor drainage along the foundation 
walls was more of a problem than the lack of gutters. 
Propane was the primary source of heat in two homes. One home primarily utilized an 
exterior wood boiler. 
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SECTION 1 -METHODOLOGY 
Visual inspection and various airflow measurements were used to assess mold and 
moisture conditions in the homes. 
The results of the mold and moisture assessments were compiled on a spreadsheet, with 
broad categories of common moisture problems noted. This data is presented in 
Appendix A of this report. Findings and recommendations for individually inspected 
homes are presented in Appendix B. 
Visual Inspection 
Housing inspections consisted of visual assessment of mold and moisture conditions. 
Assessment forms developed for the Chicago Mold and Moisture Project (a HUD 
Healthy Homes Program) were used to record information. The assessment forms are 
organized for a room-by-room inspection. All rooms were examined for water damage 
and evidence of mold. The assessment of kitchens, bathrooms, utility rooms, basements 
and attics included additional inspection relating to plumbing, localized ventilation, water 
entry and other potential moisture source issues. 
The exteriors of the homes were inspected for rainwater and snowmelt management, 
including site grading, roof condition and gutter system. 
Residents were interviewed to gather history on moisture problems, plumbing leaks, site 
drainage issues, winter condensation, health issues, number of occupants and other useful 
information. 
Digital photographs were taken at each home to visually record notable conditions. 
Measurements 
Ventilation rates of bathroom fans and HRV exhaust registers 
were measured with an exhaust fan flow meter. The exhaust 
flow on heat recovery ventilator was also measured. The flow 
meter consists of a gasketed pan that is placed tightly over an 
operating exhaust fan. The pan has a variable orifice and a 
connection for a digital manometer. The manometer measures 
the pressure difference between the pan and the house during fan 
operation. Based on the setting of the variable orifice and the 
measured pressure difference at the fan, the cubic feet of air per 
minute (CFM) exhaust by the fan is calculated (Figure 1). 
Duct-induced room pressures were measured in one home. This 
test measures whether there is sufficient return airflow out of the 
bedroom when the bedroom door is closed. Improperly 
balanced airflow can increase comfort, moisture levels and 
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indoor air quality (IAQ) problems especially in homes with central return systems, as is 
the case with the RLRHA homes. With the air handler operating and bedroom doors 
closed, a pressure difference between the bedroom and main body of the house is 
measured with a manometer. A pressure difference greater than 2 Pascals (Pa) indicates 
that there is insufficient airflow out of the room from under the door and that additional 
pressure relief is required. Pressure relief may include undercutting of doors or installing 
transfer grilles between the bedroom and main body of the house. 
SECTION 2 -RED LAKE RESERVATION HOUSE DESCRIPTIONS 
RLRHA manages approximately 700 homes on the reservation: 400 are Low-Rent and 
the remaining 300 homes are Mutual Help. Three homes built in 1992, 1997, and 2002 
were inspected. The older homes were stick-built homes were one-story ranches built 
over basements. The new home was a modular construction, ranch home built over a 
crawl space. 
All inspected homes were 2 inch x 6 inch construction. Sidewall insulation could not be 
inspected and was assumed to be R19 fiberglass batts. Inspected attics were insulated 
with R33 blown fiberglass insulation and R22 cellulose insulation. Soffit and ridge vents 
were the common attic ventilation strategy. 
Concrete block was the foundation material for the basements and crawl space. 
Foundation walls were insulated with 2 inch extruded 
polystyrene. Exterior insulation was covered with 
pressure-treated plywood (Figure 2). One basement had 
interior insulation that was covered with gypsum board. 
Propane-fired forced air heating systems were used in 
homes. One home had a wood-fired boiler located in a 
shed outside the home (Figure 3). Hot water is pumped to 
a fan-coil in the furnace and warm air is distributed 
throughout the home through a standard duct system. Hot 
water from this boiler is also used for domestic hot water. 
SECTION 3- FINDINGS 
3.1 Bathroom and Kitchen Exhaust Fans; Clothes 
Dryers 
Properly operating and vented exhaust fans and clothes 
dryers remove moisture from bathrooms and homes. 
Bathroom exhaust fans were found in all the homes which 
vented outside through plastic ribbed ductwork. An 
exhaust fan flow meter was used to measure actual CFM 
exhausted by the bathroom fans (the fan flow meter does 
not fit over kitchen exhaust fans). The measured exhaust 
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Figure 3 - Shed housing boiler 
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ranged between 0 CFM and 34 CFM (see Table 1). The nameplate did not provide the 
rated exhaust flow of the fans, but is estimated to be between 55 CFM and 70 CFM. 
All the bathroom fans vented outside. The bathroom exhaust fans were controlled by an 
on/off switch that also controlled the bathroom light. 
Table 1: Measured Bathroom Fan CFM 
House ID Main Bath Fan CFM (Bedroom Bath Exhaust Fan) 
1-1 34CFM 
1-2 0 CFM (18 CFM)1 
1-3 OCFM 
1 
-Fan had short crrcmt and operated sporadically 
All the bathroom fans were quite noisy. Occupants do not 
use loud fans. 
Bathroom exhaust fans should provide a minimum 
ventilation rate of70 CFM. None of the bathroom exhaust 
fans vented near this rate. It is not unique to the housing 
stock at RLRHA to have bathroom fans measuring below 
their rated exhaust capacity. This is commonly seen in all 
housing types, regardless of economic strata. 
All the kitchen fans vented to the outside. Venting kitchen 
exhaust fans to the outside is imperative to controlling 
moisture levels while cooking. 
Only one of the clothes dryers vented to the outside. There 
was no vent connection between the dryer and the exterior 
outlet. 
3.2 Attics 
High indoor relative humidity during the winter combined 
with a cooler than desired interior surface temperature can 
Figure 4 -Mold growth at top 
plate of exterior wall 
Figure 5 - Baffle with batt 
insulation below it 
result in condensation based mold growth on the cool surface. A common surface for 
this condition is at the exterior wall/ceiling juncture. This is particularly true on wood 
frame structures with low-sloped roof pitches. This building condition tends to restrict 
careful placement of ceiling insulation (reducing R-value) and is impacted by cold winds 
through the soffit vents. One home had this condition with mold growth (Figure 4 ). 
Ventilation chutes were used above the top plate to direct air from the soffit vents above 
the insulation. However, the insulation R-value over the top plate was much lower than 
the remainder of the attic. Furthermore, scraps of batt insulation were placed below the 
baffles to block the blown fiberglass from dropping into the soffit cavity (Figure 5). 
Since fiberglass does not restrict airflow, the combination of low R-value, cold air 
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moving above the top plate and high indoor humidity 
levels resulted in mold growth on the interior ceiling 
surface. 
One house was built in 1997 with energy trusses, which 
have a 4 inch or 6 inch strut that raises the rafter over 
the top plate (Figure 6). This allows for a higher R-
value of the top plate. Furthermore, the OSB 1 
sheathing extends up beyond the top plate that provides 
an air barrier preventing wind-washing through the 
insulation. 
Attic insulation R-values were R33 and R22, well 
below the recommend R482 for northern Minnesota. 
As can be seen in Figure 6, there is ample space for 
additional insulation. 
Although no mold was found on the roof sheathing in 
either inspected attic, the insulation dam around the 
hatch at one home was moldy and deteriorated (Figure 
7). It had deteriorated to a point where it would not 
support the weight of a person. Consequently, a more 
thorough inspection of the attic could not be made. 
3.3 Basements 
The interior basement walls at one of the homes were 
insulated with 2 inch extruded polystyrene insulation 
and finished with gypsum board. Mold growth was 
prevalent near some of the basement windows as well 
as at the base of the gypsum board. 
Poor site drainage around the window wells accounted 
for the mold growth near the windows (Figure 8). 
The base of the gypsum board sat directly on the 
basement floor. The paper face of the gypsum board 
absorbed moisture from the floor through capillary 
action (Figure 9). 
Recent excavation work to replace the septic line had 
been completed in the back yard. Noticeable 
settlement had occurred at this location. The interior 
of the basement wall was quite wet at this location. 
1 
- Oriented strand board 
2 
- Recommended by the US Department of Energy 
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Figure 6 -Raise heel truss with 
OSB sheathing 
Figure 7 - Moldy and 
deteriorated insulation dam 
around attic access hatch 
Figure 8 - Mold growth around 
basement window 
Figure 9 -Mold at base of 
gypsum board 
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The occupant indicated that water had leaked into the 
basement at this location prior to the excavation work 
indicating that site drainage may have been a problem 
prior to the septic work. 
3.4 Return Air Grilles 
Open return air (RA) grilles were found in both 
homes with basements (Figure 10). Occupants in 
both homes complained of musty odors in the main 
body of the home. One home also had severe mold 
growth in the main body of the home. Basements in 
both homes were wet. One home had a disconnected 
dryer and open sump pump, while another had site 
drainage issues. 
Open RA grilles, as well leaky return ductwork, can 
lead to mold and other IAQ issues in the house by 
drawing in pollutants found in the basement and 
distributing them throughout the house. The return 
system is under negative pressure and pulls air into 
the duct system. Moisture laden air in the basements 
is drawn into the air handling system through the 
open grilles and leaky return ducts and distributed 
throughout the home. 
3.5 Ventilation Systems 
Figure 10 - Open return air grille 
Figure 11- Standard dryer outlet 
cover used on supply-only 
ventilation system 
All three homes had ventilation systems besides the bathroom and kitchen exhaust fans. 
A supply-only system was found in one home. Heat recovery ventilators (HRVs) were 
found in the other two homes. All three systems functioned poorly, if at all. 
A supply-only ventilation system provides fresh air to the home whenever the furnace air 
handler is operating. Ductwork connects the return duct to an outside air inlet. 
Whenever the furnace air handler operates, fresh air is drawn from the outside through 
the connecting duct. Fresh air is mixed with the return air from the home, conditioned by 
the furnace and then distributed throughout the home. 
One home used a standard dryer exterior wall cap on the supply-only ventilation system 
(Figure 11 ). The damper flaps are normally closed and are forced open by positive 
pressure when a dryer operates. However, a supply-open system operates under negative 
pressure by pulling air into the home. Consequently, the dampers are forced to the 
closed position when the air handler is operating. 
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HRV s, or balanced 
ventilation systems, 
were used in two homes. 
Fresh outside air is 
brought into the 
building, then filtered, 
conditioned, and cycled 
through the interior 
spaces. The same 
quantity of fresh air that 
is brought into the home 
is exhausted from the 
Figure 12 -Dirty filter on intake 
side ofHRV 
Figure 13 - Exhaust fan in 
foreground; exhaust grille in back 
home, exchanging heat 
between the two air streams in the process. This cycle 
allows for good indoor air quality that contributes to cleaner 
living conditions and better health. The process depends on 
a reliable source of fresh outdoor air, adequate filtering 
system, and a return air exhaust. 
The HRV system was turned-off in one home. However, 
the effectiveness of the system when operating was 
questionable. The fresh air intake was blocked with yard 
debris and the filter was very dirty (Figure 12). 
Figure 14- Mold growth on wall 
Airflow from the bathroom grille measured 0 CFM (Figure behind furniture in bedroom 
13) in one home. One bedroom return grille was covered 
with dust and lint, indicating it was a supply air drill. The supply air grille in the living 
room was sealed shut. 
Air circulation within a room is also related to ventilation. Mold was found behind 
furniture placed against an outside wall in one home (Figure 14 ). In a home with a 
central return system, supply air from the bedrooms is drawn back to the return air grille 
located in the hall. If a bedroom door is closed and there is insufficient undercut, air 
cannot get out of the room. If air cannot get out of the room, air also cannot get into the 
room causing poor air circulation. Poor circulation can lead to mold growth. 
Pressure readings were taken between the bedrooms and the main house body. A 
pressure difference greater than 2 Pascals (2 Pa) indicates insufficient airflow from the 
bedroom. The pressure measurements in the inspected homes were less than 2 Pa 
indicating a balanced system. 
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3.6 Site Drainage 
Site drainage was good around all the homes, however, dips 
and holes around window wells, especially at one home, had 
caused leakage problems in the basements (Figure 15). 
None of the inspected homes had gutter systems. Gutters 
were not used on any RLRHA homes, except over 
entryways. Nevertheless, the lack of gutter systems does not 
appear to be a major cause of moisture problems in homes. 
The team believes that filling existing holes and depressions 
will solve the basement moisture problems. If the moisture 
problems persist, the RLRHA should consider the 
installation of gutter systems. 
Figure 15 -Hole adjacent to 
basement window well 
3. 7 Occupant Lifestyles 
Occupant lifestyles may also contribute to moisture and other indoor air quality issues. 
Heavy drapery covering windows, late reporting and repairing of plumbing leaks and 
overstuffed closets were observed. The occupants of two homes did not understand the 
proper use and function of the HRV. Building occupants complained of occasional leaks 
from the HRV unit and reported that they use the device only in winter, if at all. 
Occupants should be trained in the following items to assist in solving and eliminating 
moisture and mold problems in their homes. A number of occupant related items found 
during the site visits include: 
• Dirty or missing furnace filters. 
• Basement and closet clutter. 
• Clogged fresh air intakes. 
• HRV s which were turned off. 
Heavy blankets were draped across some windows 
(Figure 16), providing privacy, but also restricting air 
from the room flowing across the window. Airflow 
helps elevate the glass surface temperature (that raises 
the dew point temperature3) and helps wash away 
moisture that may have condensed on the glass 
surface. 
Overcrowding is a fairly common problem in Indian 
housing. Although often unavoidable, overcrowding 
Figure 16- Heavy blanket used as 
window covering 
3 Dew point temperature is the warmest temperature of a surface where water condensation from the 
surrounding air would form on that surface. If the surface temperature is increased, the dew point 
temperature also increases which decreases the potential for condensation to occur. 
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is a major contributor to indoor humidity levels. High occupancy levels increase the 
moisture loads from human activities (breathing, cooking, washing, etc.). Elevated 
interior moisture loads can lead to mold contamination from condensation problems. 
A greater emphasis on proper indoor ventilation should be placed on homes with high 
occupancy. In one case, seven people lived in one three-bedroom home. The occupants 
shared one bathroom, living room, and kitchen. Extensive mold was visible in the 
bathroom. The bathroom had a non-functioning exhaust fan and return air duct to the 
HRV. 
SECTION 4- TECHNICAL RECOMMENDATIONS 
The following recommendations are based on the site visit findings. 
4.1 Bathroom and Kitchen Exhaust Fans/Clothes Dryers 
Bathrooms and kitchens generate large amounts of moisture. Properly operating exhaust 
fans remove moisture from these spaces. Maintenance of bathroom fans and replacement 
of broken fans should be high on the priority list. 
1. Replace bathroom exhaust fans. Fans should be rated for a minimum 70 CFM at 
0.25" of static pressure (the rating provided on the box is generally at 0.1 0" of 
static pressure). 
2. New bathroom fans should have sone ratings no higher than 1.5. Sone is a rating 
for sound - the lower the sone rating, the quieter the fan. Occupants tend not to 
use loud fans because of the noise. Low-sone fans include Broan Solitaire and 
Panasonic WhisperCeiling and Whisper Lite series. Low-sone fans generally cost 
between $75 and $100. 
3. Replace flexible ribbed exhaust vents with smooth metal exhaust vents. The use 
of round, smooth sheet metal ductwork is recommended. Minimize duct length, 
turns and bends in the ductwork. Smooth duct provides less resistance and 
improved flow compared to ribbed ductwork. Recommend to occupants that 
intake grilles be cleaned of dust and lint on an as needed basis. 
4. Replace fan on/off switches with 60-minute timer switches. Recommend to 
occupants that fans operate for at least 15 minutes following showering or 
bathing. Timer switches cost between $15 and $50. 
5. Replace any existing combination bathroom light/fan switches with fan delay 
timers. A fan delay timer is a two-function switch that is typically wired to a fan 
and a light. When the switch is turned-on, both the light and exhaust fan are 
turned-on. When the switch is turned-off, the light is turned-off but the fan 
continues to operate for an extended period of time. The extended period of time 
can be adjusted from 1 to 60 minutes. Fan delay timers are about $35. 
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6. Periodically inspect all bathroom and kitchen exhaust 
fan ducts. Ensure that exhaust ducts are vented 
outside, properly attached and sealed to the exhaust 
fan housing and to roof or wall vent caps. 
7. As rehab work is done in main floor laundry areas, re-
install flex duct to minimize bends and elbows. 
Install a "dryerbox" to help make the transition 
(Figure 17). Cost is about $20 (www.drybox.com). 
8. Periodically inspect dryer vents. The following 
conditions should be corrected when found: 
4.2 Attics 
• Install dryer vent when missing or 
damaged. 
• Replace crimped or cracked dryer vents. 
• Reconnect disconnected dryer vents. 
• Replace plastic ribbed dyer vents with 
smooth metal vents as space permits. 
Exterior Wall/Ceiling Juncture (homes without energy 
trusses) 
Figure 17 - "Dryerbox" 
Figure 18- Two-part spray 
polyurethane foam 
Remove existing fiberglass insulation over top plates and beneath the ventilation chutes. 
Air seal between top plate and insulation baffle with two-part spray polyurethane foam 
(Figure 18). Replace fiberglass insulation. 
Spray polyurethane foam has an R-value of 6 per inch. It is also impermeable to air 
flow. The foam should provide the necessary insulation and air seal to elevate the 
interior surface temperature of the wall/ceiling juncture. 
Increase Attic Insulation Levels 
The US Department of Energy recommends an attic insulation R-value of 48 for the 
northern Minnesota. This is equivalent to an installed thickness of 19" of blown 
fiberglass insulation and about 13" of blown cellulose insulation. 
Air Seal Attic Hatches 
Blocking was found around all the insulated attic hatches and not air sealed. Warm moist 
air rises during the winter due to the "stack effect", in which the moist air moves into the 
attic and condenses on the insulation dam, as found in one home. Air seal hatches with 
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weatherstripping or gaskets. Provide positive closure with gate hooks or sash locks. 
Additional information may be found in section 5.2.3. 
4.3 Basement Insulation 
The cool basement environment is subject to moisture and condensation accumulation 
from various sources: groundwater seepage, rain water and snow melt run-off, site 
drainage, interior moisture load, plumbing leaks, and human behavior. Surfaces in direct 
contact with the basement walls are affected by moisture and condensation accumulation. 
Gypsum board absorbs moisture and provides an ample food source for mold and mildew 
to thrive. Immediately clean or discard any material with visible mold. 
Basements and crawl spaces are insulated on the exterior or interior to the recommended 
R-value of 10. Foundation walls insulated on the interior that are experiencing mold and 
moisture problems should be re-insulated only after site drainage issues have been 
resolved. The following recommendations are made within that context. 
1. Remediate all sources of interior moisture by correctly operating sump pumps, 
using sump pump covers, venting clothes dryers outside, and eliminating clothes 
hung in the basement to dry. 
2. Insulate with 2 inches (RIO) of extruded polystyrene insulation. Tape seams 
with sheathing tape. 
3. Do not cover insulation with plastic sheeting or any other type of vapor barrier. 
4. Install gypsum board over the insulation: 
• Install lf4 inch or Yz inch vertical furring strips at 16 inch on center over 
the insulation. 
• Attach gypsum board to the furring strips - keeping the base of the 
gypsum board off the basement floor by a minimum of 2 inches. 
• Cover the gap between gypsum boards and floor with a composite 
wood/plastic material such as Trex. This material can be removed for 
foundation wall inspection and is moisture resistant. 
5. Use only latex based paint for the walls. 
4.4 Return Air Grilles 
Seal return air grilles in basements and crawl spaces. Ensure that the air handler static 
pressure does not exceed recommended levels. If exceeded, install additional return 
ducts to the furnace from the living space. Draw return air from the basements or crawl 
spaces. 
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Seal joints in return air ductwork. Use residential grade duct mastic or butyl-backed 
aluminum tape designed for duct joints. Cloth duct tape or aluminum foil tape are not 
acceptable duct sealant materials because of their adhesive failure. 
Check filter slots and install filter caps if necessary to prevent return air from being 
drawn in from the basement. 
4.5 Ventilation Systems 
The following recommendations are made with respect to the supply-only air ventilation 
systems: 
1. Inspect all fresh air intake grilles on exterior of homes. Install proper exterior 
wall cap. Clean grilles of all dirt and debris. Inspect grilles at least twice a year. 
2. Measure fresh airflow to return side of furnace and compare to Minnesota 
ventilation code amount. Minimize bends and elbows in flex duct. If possible, 
use two 45 degree bends rather than one 90 degree elbows. 
3. Consider installation of a timer, such as the AirCycler, to provide air circulation 
when the furnace or air conditioner is not being used (See Section 5 .5). 
The following recommendations are made with respect to HRV systems: 
1. Instruct occupants on the importance of using the system and cleaning the filters 
regularly. 
2. Inspect fresh air intakes on a regular basis and clean as necessary. 
3. Verify supply and return airflow rates with a velometer. 
4. Inspect all duct and boot connections to ensure they are properly sealed. 
Eliminate kinks and unnecessary bends in ductwork. 
The following recommendations are made to 
improve airflow in the bedrooms: 
1. Check bedroom pressure differences from 
the hallway. Pressure difference should 
measure no greater than 2.0 Pa between the 
bedroom and hallway with the air handler 
operating. Pressure relief is needed if the 
pressure exceeds 2.0 Pa. Pressure relief can 
include undercutting doors, installing transfer Figure 19- Transfer grilles above 
grilles (Figure 19) or, in extreme cases, bedroom doors 
~----------------------~ 
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installing a return air duct to the bedroom. 
2. Measure supply air CFM at bedroom registers with a velometer. Flows generally 
range between 70 CFM and 100 CFM, depending on bedroom size. Damper 
system as necessary to increase airflow to bedrooms. 
4.6 Site Drainage 
Site drainage was generally good, but a few problems were observed, including the 
following: 
1. The holes and dips were adjacent to foundations should be filled-in, even if site 
drainage work cannot be done or is not planned for the immediate future. 
2. Grade directly at the foundation to ensure a soil pitch away from the homes by at 
least 5% (6 inches per 10 feet). 
If foundation leakage persists, consider a gutter system installation to direct rainwater 
away from the foundations. Minnesota winters and forested building sites require a 
commitment to routine inspection and cleaning of gutters. A gutter guard system may 
help keep debris out of the gutter, thus minimizing maintenance, while allowing water to 
drain into the gutter. 
Gutters, downspouts, leaders and splash blocks to drain water away from the home 
reduce the negative impact of poor site drainage has on foundations. 
4. 7 Occupant Education 
Occupant cooperation is essential to minimize moisture and other IAQ problems. 
Instruct occupants on the following: 
1. When fans are operable and vented to the outside, instruct occupants on the 
importance of using bathroom and kitchen exhaust fans during and after bathing 
and cooking activities to remove moisture from these spaces. As inoperable fans 
are replaced, provide similar instructions. 
2. In the basement keep storage boxes on slightly raised platforms or in plastic bins 
away from foundation walls. Do not to use crawl spaces for storage. 
3. Discourage the use of rugs in basements. If rugs are used in basements, 
occupants should periodically inspect the underside of the rugs for mold. Discard 
moldy rugs. 
4. Change furnace filters on a monthly basis during the winter and throughout the 
year on systems with HRV s. 
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5. Inspect fresh air intake grilles on supply-only and HRV ventilation systems at 
least twice a year. Clean dirt and debris from grilles. 
6. Promptly report plumbing leaks. Recognize the difference between plumbing 
leaks and sweaty pipes and fixtures. Wipe-up moisture from sweating pipes and 
fixtures. 
7. Instruct occupants on proper use of sump pumps. Periodically inspect sump 
pumps. Water should not be visible in the well. 
8. Avoid using heavy blankets to cover windows. If possible, use louvered blinds 
that allow airflow to wash the surface area of windows. If blankets continue to be 
used, instruct occupants to keep the blankets off windows as much as possible. 
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SECTION 5 -DISCUSSION OF COMMON PROBLEMS 
5.1 Bathroom and Kitchen Exhaust Fans; Clothes Dryers 
Several rooms in a home are natural moisture sources. For example, showers result in 
100% humidity in bathrooms. Kitchens used water for cooking and cleaning. In 
laundries, clothes dryers remove large quantities of water from wet clothes. By removing 
moisture at its source, exhaust ventilation controls moisture. Exhaust ventilation dilutes 
the moisture and places the room in a negative pressure, thus limiting the spread of 
moisture to the rest of the house until most of the moisture has been removed to the 
outside. 
Bathroom exhaust fans, kitchen exhaust fans and clothes dryers should always vent to the 
outside rather than into the living space. Venting to the basement, crawl space and attic 
can lead to moisture problems occurring in these areas. For this reason, localized exhaust 
ventilation requires ductwork. 
The effectiveness of exhaust fans is based on the power of the exhaust fan, length and 
type of exhaust duct and cleanliness of the fan grille. When there is excessive resistance 
in the ductwork, the exhaust fan motor may not be powerful enough to vent sufficient 
airflow through the duct. The shorter the duct length, the fewer turns and bends in the 
ductwork, and the smoother the duct surface, the less the static pressure in the duct and 
more air flows through the duct. For all types of exhaust ventilation, using round, smooth 
sheet metal ductwork is recommended. A dirty intake grille will also greatly increase 
resistance and reduce airflow. 
Fan capacity is typically listed at 0.1 0" and 0.25" of static pressure. Bathroom exhaust 
fans should provide a minimum ventilation rate of 70 CFM at 0.25" of static pressure. 
Selecting a fan capacity at 0.1 0" static pressure is appropriate only if the exhaust duct is 
smooth, straight (no more than one elbow) and less than 15' in length. For example, a 
bathroom fan with an exhaust ventilation rate of90 CFM or 100 CFM (at 0.10") may be 
required to obtain 70 CFM at 0.25" of static pressure if there are numerous elbows, the 
exhaust duct is ribbed and the length is over 15'. Fan performance curves should be 
reviewed to determine ventilation rates at 0 .25". 
Replace non-operable kitchen exhaust fans with fans vented to the outside. The fans 
should have a minimum exhaust capacity of 150 CFM. Under no circumstances should 
recirculating fans be installed in place of the kitchen exhaust fans. 
Dryer vents should be smooth-surfaced rigid duct. Non-combustible flexible metal duct 
approved for dryer venting may also be used. Duct joints should be in the direction of 
airflow. Ducts should not be fastened with screws or fasteners that extend into the duct. 
Minimize the length of the duct run, especially with flexible metal duct. Install flexible 
metal duct without dips or sags. Insulate dryer vents extending through non-conditioned 
spaces. 
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Minimum duct diameter should be 4 inches and length should not exceed 25feet from the 
dryer outlet to the termination point. If duct length is greater than 25 feet, use 5 inch 
diameter duct. 
Dryer vent caps should have a backdraft damper that closes when the dryer is not 
operating. Do not install insect screens or small wire cages over the vent cap. 
5.2 Attics 
5.2.1 -Exterior Wall/Ceiling Juncture 
High relative humidity and cold surfaces can lead to mold growth. If a surface 
approaches the dew point temperature based on the relative humidity, water will 
condense, be quickly absorbed by the material, and raise the moisture content of the 
surface. At some point, the moisture content can be sufficient to promote mold growth. 
This process often occurs at the wall/ceiling junction on exterior walls (Figure 20). 
1. Wind through soffit 
vents chill the corner 
not enter into corners. 
Figure 20: Wall-ceiling corners are cold because of 1. Wind movement through soffit vents, 2. 
Smaller amounts of insulation at the corner, and 3. Corner is outside the movement of warm 
air currents indoors. 
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There are at least three reasons why the exterior wall/ceiling juncture gets cold: 
1. Cold wind may enter through soffit vents and pass through the porous insulation 
material, degrading its thermal performance. 
2. The insulation may have been poorly installed with reduced amounts of insulation 
over the plate. 
3. The geometry of the comer usually means that slow-moving currents of warm air 
may not reach into the comers. 
Dark spots occur where the interior surfaces are the coldest. Often these are the hardest 
places to insulate effectively. It is difficult to adequately insulate the exterior edge of the 
attic, especially in homes with low-pitch roofs. With batt insulation, use special pusher 
sticks to get the insulation out to the edge. With loose fill insulation, prepare the outside 
edge correctly so that it is packed with insulation. 
Utilize two-part stray foam over the top plate to provide the necessary R-value and air 
sealing to warm the interior surface temperature of the wall/ceiling juncture. This 
measure combined with better indoor relative humidity control (bathroom exhaust fans, 
venting clothes dryers, resolving site drainage issues) eliminates the mold at this juncture. 
Many individuals and organizations (including model codes) stress the importance of 
attic ventilation. While it has some benefits, it also has some drawbacks. Wind washing 
of insulation at the edge is one of the major drawbacks. Designs without attic ventilation 
may improve the performance of the eave area, and most design without ventilation relies 
on verified airtightness of the ceiling plane for good moisture performance. For more 
information about the benefits and drawbacks of attic ventilation see "Venting of Attics 
and Cathedral Ceilings". (http://brc.arch.uiuc.edu/billrose/Issues.pdf) . Attic vents are, 
however, recommended for cold climates such as northern Minnesota to help minimize 
ice dams. Attic ventilation appeared to be sufficient in RLRHA homes. 
5.2.2 Install Additional Blown Insulation in Attics 
Ensure that the following items have been done prior to installing attic insulation: 
1. Block and air-seal top plates. Install ventilation chutes, if necessary. 
2. Seal all attic bypasses4 . 
4 Bypasses are holes and gaps in the top floor ceiling. Warm, moist air from the house can move up into the 
attic through these holes, thus "bypassing" the insulation. Bypasses can cause condensation on the 
underside of the roof sheathing, ice dams and wastes energy. 
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Install blown cellulose or rock wool to 3.25 to 3.75 
lbs/ft3 or blown fiberglass to 1.6 lb/ft3. Insulation 
should be installed to a uniform depth according to 
manufacturers' specifications for proper coverage (bags 
per square foot ratio) to attain the desired R-value at 
settled density. This information is listed on the 
insulation bag. 
Attic insulation measuring sticks should be included in 
the insulation showing insulation depth (Figure 21 ). 
Note that insulation will settle over time. Therefore, 
insulation should be blown to "installed density", not to 
settled density. 
5.2.3 Air Seal Attic Hatches 
A non-air sealed attic hatch is a type of bypass. 
Moisture can condense on access hatch blocking if not 
air sealed (Figure 22). 
Air seal attic hatches with weatherstripping or gasket 
(Figure 23). Install locks to the hatches and provide 
positive lnsulatioo dams 
Closure. prgMnt b:69-fill 
Insulate attic 
hatches to a 
minimum of 
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Figure 23 - Air sealed and insulated 
attic access hatch 
insulated foam core doors (Figure 24). The door has 
an R-value around 7. Batt insulation may be attached 
to the back of the door panel to achieve the 
desired R-value. The door panel is pre-finished, 
lightweight and requires no additional painting. 
5.3 Basement Insulation 
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Figure 21 -Insulation measuring 
stick in fiberglass insulation 
Figure 24 - An access hatch cut from an 
insulated foam core door provides a 
quick R7 hatch 
Heat loss through uninsulated basement walls is a significant energy penalty in cold 
climates. The insulating value of uninsulated foundation walls is equivalent to a single 
Building Research Council 28 
Red Lake Reservation Housing Authority 
Technical Housing Assessment Report 
August 2 - 4, 2004 
pane window. New homes are no longer built with single pane windows, yet from a 
thermal standpoint, that is exactly what happens when a basement foundation is not 
insulated. 
Ideally the exterior of the foundation wall should be insulated as this elevates the interior 
surface temperature and reduces the chance of condensation occurring during the 
summer. Insulating the interior of the basement wall can trap moisture between the 
insulation and foundation wall. If the moisture cannot dry to the inside of the basement, 
mold can grow between the insulation and foundation wall. A good reference on the 
moisture dynamics of basement walls and appropriate insulation systems, both exterior 
and interior, can be found at www.buildingscience.com under Technical Resources. 
Figure 25 provides a detail for insulating the interior of basement walls. 
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Figure 25- Example of interior basement wall insulation. Source: Building Science Corporation 
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5.4 Return Air Grilles 
Leaks in the return air ducts can create negative pressure in 
the basement and distribute moisture from the basement 
through out the home. Negative pressure can cause 
backdrafting of the water heater or flame roll-out (Figure 
26). 
Repair leaks in the return air ducts as follow: 
• Install properly sized filters and cap slot openings 
(Figure 27). 
• Seal panned returns to bottom of joists with duct 
mastic. 
• Seal joints at branch takeoffs with mastic. 
5.5 Ventilation Systems 
5.5.1 Supply-only Ventilation Systems 
One type of ventilation system found was a supply-only 
type system. Supply-only systems use a fan to force 
outside air into the building, while air leaks out of 
the home through holes in the building shell. A 
simple supply-only system uses the furnace air 
handler as the ventilation fan and the heating ducts 
as the distribution system. Ductwork is installed 
from the outside of the home to the return side of the 
furnace. Whenever the air handler operates, fresh air 
is drawn in from the outside and mixed with the 
return air. A balancing damper may be installed to 
control the amount of air being introduced to the 
August 2 - 4, 2004 
Figure 26 - Evidence of 
flame roll-out (not found at 
RLDHA) 
home. The duct should be insulated to reduce 
condensation during the winter. A filter should also 
be installed between the duct and the return duct. A 
Figure 27- Filter cap at house 1-1; 
however, the filter is missing 
wall cap with insect screen should be installed on the outside of the wall. 
The above system provides ventilation throughout the entire home, but only when the air 
handler is operating. The air handler is less likely to operate during the spring and fall 
(summer also if central air conditioning is not present). A timer control, such as the 
AirCycler, may be installed to assure ventilation year round. 
The AirCycler is mounted on the furnace cabinet and wired to the air handler and tracks 
the operation of the air handler. If the air handler has not run for a certain period of time 
(20 minutes, for example), the AirCycler will tum the fan on for a period of time (1 0 
minutes, for example). Both the "fan-off' and "fan-on" times are adjustable between 1 
Building Research Council 31 
Red Lake Reservation Housing Authority 
Technical Housing Assessment Report 
August 2 - 4, 2004 
and 99 minutes. During periods of high heating or cooling, the air handler will probably 
run often and the AirCycler will not affect fan operation. Cost of the AirCycler controller 
is around $90. 
A supply-only ventilation system schematic with the AirCycler is shown in Figure 28 . 
J.irCycler 
ol 
rDu Pr ssu 
Figure 28- Supply only ventilation system with AirCycler 
5.5.2 Heat Recovery Ventilation (HRV) Systems 
In cold winter climates, excess airborne water vapor 
(relative humidity) can be considered a pollutant 
with the potential for contributing to mold 
contamination. The purpose of an HRV is to 
provide fresh outdoor air for dilution of pollutants 
and improved indoor air quality (Figure 29). In the 
process of bringing fresh air into a building, and 
exhausting stale moist air from the building, an 
Building Research Council 
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HRV passes the two airstreams simultaneously through a heat recovery core, thus 
recapturing some of the heat (estimated between 50% and 80%) that would otherwise be 
exhausted with the stale air. Mechanical ventilation augments the natural infiltration of 
outside air that occurs in buildings. In "tight" buildings with limited natural infiltration, 
mechanical ventilation can serve an important role in the dilution of airborne water vapor, 
and thus reduce the potential for interior mold contamination. 
For most effective operation, a mechanical ventilation system should supply fresh air to 
all the main living spaces, such as bedrooms, living, dining and family rooms. The 
distribution should be designed to ensure mixing of the fresh air and provide balancing of 
the distribution system. Exhaust should remove air from spaces in which moisture and 
odor are generated, generally kitchens, bathrooms and utility rooms. 
HRV's added to existing home may utilize the existing forced air distribution system or 
utilize an independent ductwork system for supplying and returning air. Systems 
utilizing the existing ductwork provide air to all of the living spaces but may benefit by 
adding exhaust ports in the bathroom and kitchen. 
5.5.3 ~ir Flovvs 
An improperly balanced air-handling system can cause discomfort, poor building 
durability, and indoor air quality problems. Correct pressure differences greater than 
+2.0 Pa or more negative than -2.0 Pa. A test to measure pressure differences between 
the bedrooms and main body of the house is conducted with a manometer while the 
furnace air handler is operating. The test is conducted in the following manner: 
1. Set up the house for winter conditions. Close all windows and exterior doors. 
Tum off all exhaust fans. 
3. Close all interior doors, including door to 
basement. 
4. Tum on air handler. 
5. Place hose from input tap on the manometer 
under the door. Leave reference tap open to main 
body of house. 
6. Read measurement for each room (Figure 30). 
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If pressure difference is more than + or -
2.0 Pa with the air handler operating, 
pressure relief is necessary. To estimate 
the amount of pressure relief, slowly 
open door until pressure difference 
drops between +2.0 Pa and -2.0 Pa. 
Estimate area of open door. This is the 
area required to provide pressure relief. 
Pressure relief may include: 
• Undercutting the doors. 
• Installing transfer grilles (Figure 
31). 
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Gri lie located high in 
wall on bedrocm side 
to p-eotent blod<i I"Q 
bf furniture 
Ca.•tity is sealed 1ig ht, 
drywall glued to studs and 
plates on ooth sides 
~~~-.........____ Grille located la.tJ in 
wall on hallway .side 
Figure 31- Transfer grilles between bedroom and 
hallway 
• Retrofit jumper duct consisting of one register in the bedroom ceiling and one 
register in the hall ceiling with a duct in between located in the attic. 
5.6 Site Drainage 
Design and build the roofs of homes so water lands on the roof, moves to the edge of the 
roof, falls on a soil surface. Some of it will percolate downward through the soil-more 
in sandy soils and less in clayey soils. If the water does not percolate downward, it will 
move along the soil surface following the slope and on out to the downhill edge of the 
site. The best way to prevent mold and moisture problems in houses is to make sure that 
rainwater moves off the roof, across the site, and off the property. Houses that have 
problems are houses that allow water to accumulate in the soil that is in contact with the 
foundation. The soil that is in contact with the foundation should, in a well-managed 
property, be the driest soil on the site following a rainstorm. Houses with dry 
foundations (basements, crawl spaces and slabs) are usually dry houses. Keeping the 
foundation dry is the key to a good indoor environment in most houses. To keep the 
foundation dry, keep the soil next to the foundation dry. 
Keeping the soil that touches the foundation dry involves a few general rules, together 
with some specific guidelines. They are as follows: 
The first general rule is the rule of concentration - damage is worse where greater 
quantities of water are concentrated. A valley on a roof acts like a funnel, with the 
greatest concentration of water at the base of the valley. Gutters act like funnels that 
collect water from the edge of the roof and concentrate it in the downspout. On the land, 
valleys and swales act like collectors or funnels that concentrate the water on the site. If 
the water management design makes use of funnels (such as valleys, gutters or swales) 
then they require maintenance to make sure they work as they are intended. Damage is 
worst where a valley, gutter or swale is blocked. 
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The second general rule is the "ground-roof' rule - treat the soil surface as if it were a 
low-slope roof surface. Pitch the surface away from the house- the steeper the pitch, the 
better the drainage. Determine how best to move all the water to the low edge of the site. 
A void areas near the building that can act as water collectors. 
Specific site drainage guidelines include: 
1. Build the house on a crown, not in a hole. If there is sufficient exposed 
foundation, site grading at the house can be improved. If the house hugs the 
ground, improvements at the foundation are more difficult. A minimum of eight 
inches of exposed foundation should show between the ground and the beginning 
of the exterior finish. 
2. Identify localized dips and holes adjacent to the foundation and fill with dirt. 
Tamp the fill material to prevent future settling. Provide sufficient fill material 
such that drainage occurs away from the foundation. 
3. If the house has no gutters or the gutters are ineffective, then the base of the soil 
around the house has to serve as a gutter. It should have a surface that helps 
prevent splash back onto the exterior finish of the house. It should be designed 
with pitch so that it effectively moves water away from the house. 
4. Good tamping or compaction of the backfill is very helpful because it helps keep 
water up on the surface where it can be managed by slope. Soil at the outside 
comers of the foundation, where the downspouts are usually found, can always be 
tamped because the comer will never collapse inward. 
5. Bushes and other plantings may be very helpful, especially if their root balls soak 
up a lot of water. Also they can be planted strategically near downspouts so that 
downspout extenders are less likely to be kicked off or removed during lawn 
mow1ng. 
The following information is provided should RLRHA consider the installation of gutter 
systems. 
Rainwater and snowmelt from the roof should be collected and distributed away from the 
foundation with a gutter system. Flashings around chimneys and vents should be 
watertight. 
1. Include waterproofing underlayment at the eaves as part of re-roofing to help 
prevent water damage caused by ice dams. 
2. Gutters can be an effective rain water/snow management system. Pitch the 
gutters to the downspout. Short gutters may be hung level. In hip roof houses, 
consider using downspouts only on the downhill side not on the uphill side. In 
areas with a moderate amount of trees, consider large gutters and downspouts 
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where leaves and debris can be flushed more easily. Make sure the gutters 
hangers are solid so that they keep the gutter from sagging. 
3. Downspouts should be secured to the house. They should never be undersized, 
and some oversizing never hurts. Fasten elbows and straight sections together 
with pop rivets-screws that project into the downspout can lead to clogging. 
4. At the base of the downspout, direct the water away from the foundation of the 
building and out past the backfill onto the undisturbed soil, which may be 3' to 5' 
from the house edge. If the downspout dumps water close to the foundation, into 
the backfill, it will concentrate the water near the foundation-precisely the 
wrong place for the water to be. The traditional way to discharge the water away 
from the house involves using downspout extenders (sections of straight 
downspout) or splash blocks. Both of these are often disturbed when lawns get 
mowed. A notched section of downspout that is hinged to the elbow at the base 
of the downspout can solve this problem. The soil at the base of the downspout 
should be sloped away from the house at a minimum of 5% slope. Six inches of 
fall in the first 1 0' away from the house gives a 5% slope. 
5. Keeping gutters clean in wooded areas can be a maintenance issue. A gutter 
guard system can help keep debris out of the gutter, thus minimizing maintenance, 
while allowing water to drain into the gutter. 
Two such gutter guard systems are the PermFlow Gutter Guard System and the 
WaterFall Gutter Guard System. These systems cost about $4.50 per 3' section and are 
designed for a 5" K style gutter (8' sections are sold to contractors). 
Figure 32: PermFiow Gutter Guard and WaterFall Gutter Guard Systems. 
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1 2 3 4 5 6 7 8 10 11 12 13 14 15 16 17 18 19 20 
Wet 
Site Gutter1 Leaks Basement Ex1erior Visible 
Inspection HUD Building Foundation Model and Drainage System from or Crawl Plumbing Bathroom Exhaust waiVceiling Attic Mold Bath Exhaust 
Number Address Program Age Occupancy Type Framing Type Heat Type Problems Problems Ex1erior Space Problems Problems Ventilation problems Problems (Column#) CFM 
Basement Ranch; 2x6 v.ood Wood/LP; Kitchen - yes 
1-1 Stately Mutual Help 16 years 3 (concrete block) frame Hydronic/FA No Yes No Yes No Yes Bath- yes Yes Yes 13, 15, 17,18 Bath = 34 CFM 
Basement Ranch; 2x6 v.ood LP/Wood Forced Kitchen - yes Bath 1 = 0 CFM 
1-2 Roberts Mutual Help 7 years 5 (concrete block) frame Air Yes Yes Yes Yes Yes No Bath- yes No No 13 Bath 2 = 18 CFM 
Cra~ Space Modular 2x6 Not Kitchen -yes Not 
1-3 Mondragon Mutual Help 2 years 7 (concrete block) v.ood frame LP Forced Air No Yes No accessible No Yes Bath- yes No accessible 15 Bath= 0 CFM 
-f = mutual help TK = Turnkey/Rent to Own LA = Low Rent 
- No gutter systems, however, lack of gutter systems did not seem to be causing problem 

















Boiler with fan coil (wood) 
Stick-built, 2" x 6" 
Mold and Moisture Conditions: No mold was 
reported in this home until the year 2000. Major mold 
and moisture problems have been reported after that 
major rehabilitation which included removing the 
Masonite siding and residing with vinyl. The roof was 
replaced and new turbine attic vents were installed. 
All the windows had winter condensation problems. 
The original wood windows had severe mold growth on 
the wood sash (Figure 2). Mold was very common at 
the junction of the exterior wall and ceiling, especially 
below the roof trusses. The bathroom ceiling was 
covered with mold. All the rooms had moisture 
problems at the wall/ceiling joint (Figure 3). 
The bathroom fan was operating below rated capacity. 
The basement smelled very musty. The dryer was 
disconnected. Return air was being drawn from the 
basement. The exterior cover on the supply-only 
ventilation system was installed backwards and could 
not open to provide fresh air to the home. 
Rainwater Management: Site drainage was fairly 
good. Minor holes and depressions were found around 
the home. There is no gutter system on the home. 
Basement: The basement was damp and smelled very 
musty. The clothes dryer was completely disconnected. 
Sump pump had standing water in it and the cover was 
not in place (Figure 4). 
Bathroom/Kitchen: The bathroom exhaust fan rated at 
50 CFM measured 34 CFM. The wood window sash 
was very moldy and beginning to rot. Some minor 
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Figure 1 - Stately 
Figure 2 - Mold on wood 
window sash was very 
common 
Figure 3 - Ceiling mold at top 
plate of exterior wall 
Figure 4- Open sump 
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mold was found around the bathtub. The kitchen 
exhaust fan vented to the outside. 
Attic: The attic was insulated with approximately 10" 
of blown fiberglass insulation. The OSB insulation 
dam around the attic hatch was very moldy and 
beginning to rot (Figure 5). The insulation dam was 
so rotted that it would not support a person's weight; 
therefore, a closer inspection of the attic could not be 
made. Energy trusses were not used and the 
insulation was compressed over top plates. Scraps of 
fiberglass insulation were placed between the 
ventilation chutes and the top plate (Figure 6). The 
roof sheathing was in very good shape with no signs 
of mold. The attic hatch was not insulated. 
Heating System: A fan coil was located in the supply 
air plenum. Hot water from a wood-fired boiler 
located outside the home (Figure 7) was piped to the 
fan coil. An air handler blew air across the fan coil 
and distributed air through a standard duct system. 
The same boiler provided hot water to the water 
heater located in the basement. The furnace filter was 
missing. Electricity was used as the back-up to both 
the furnace and water heater. 
The return air grilles were located in the hallway. 
Another air grille was cut into the return air plenum 
located in the basement (Figure 8). 
A fresh air supply duct provided fresh air to the return 
side of the furnace when the air handler was operating. 
A damper opened under pressure when the air handler 
was operating and closed when the air handler was not 
operating (Figure 9). However, a standard dryer cover 
was used on the outside of the house to keep pests 
Figure 5 -Rotting OSB insulation 
dam at attic hatch 
Figure 6 - Scraps of batt 
insulation over top plates 
Figure 8 - Return air grille in 
basement 
Figure 9- Damper for supply-only 
ventilation system 
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from getting into the duct. The backwards installed cover would never open. 
Some mold in an exterior bedroom wall was behind a small cabinet. Mold found behind 
furniture indicated poor air circulation. A simple test was done to determine if the 
bedrooms were balanced. The bedrooms were balanced, but actual air flow into the 
rooms could not be measured. 
Occupant Notes: Three people including a three year old child have lived in the home 
since its construction in 1992. One smoker lived in the home. 
Recommendations: 
1. Vent dryer to outside with smooth metal ductwork. 
2. Check operation of sump pump; replace metal cover over sump pump. 
3. Installlow-sone main bathroom exhaust fan with a mechanical timer. 
3. Clean mold from all window sashes. 
4. Replace moldy gypsum board throughout house. 
5. Re-insulate and air seal over top plates with two-part spray polyurethane foam, but 
keep the ventilation chutes. 
6. Rebuild insulation dam around attic and air-seal the attic hatch. 
7. Remove turbine vents. 
8. Replace bathroom exhaust duct with smooth metal duct and insulate duct with two-
part spray polyurethane foam. 
9. Seal return air grille in basement and install new return air duct upstairs, if necessary. 
10. Provide proper size furnace filter. 
11. Remove cover from fresh air intake and install hooded cover with wire mesh (similar 
to that used for fresh air intake on the heat recovery systems). 
12. Measure CFM flow into each bedroom following previous heating system work. 
13. Ensure that bedroom door undercuts are sufficient to prevent pressure differentials in 
excess of 2 Pascals. 
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Forced Air furnace (LP/wood) 
Stick-built, 2" x 6" 
Mold and Moisture Conditions: The basement walls were 
finished with gypsum board and were moldy in some areas. 
No mold was found in the living area. The ventilation 
system was an air-to-air heat recovery unit which was 
turned-off. The fresh air intake on the heat recovery unit 
was blocked with debris and the intake filter was dirty. The 
occupants report heavy flooding in the basement after rains, 
especially around the windows. They also reported that 
mold was more problematic in the spring. A leak under the 
kitchen sink was reported and fixed in 2000. An 
underground water pipe at the back of the house had recently 
burst and been repaired. The dryer vent was disconnected. 
Rainwater Management: The home was built on a small 
hill with good site drainage. The drain line from the house to 
the septic system had just been replaced after bursting (The 
site of the plumbing leak corresponded to the significant 
water damage on the basement interior). The location of the 
excavation had settled (Figure 2). Some drainage was 
occurring around the window wells (Figure 3). There was no 
gutter system on the home. 
Basement: The basement was finished with 2" of extruded 
polystyrene with gypsum board attached. Much of the 
gypsum board was 
moldy, mostly from 
water leaking in 
from windows 
(Figure 4). The 
perimeter of the 
basement floor was 
wet and gypsum 
board in contact 
with the floor was 
moldy (Figure 5). 
The water softener 
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Figure 4 - Moldy gypsum 
board from leak at window 
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Figure 1 - Roberts 
Figure 3- Drainage into 
window well 
Figure 5- Wet basement floor 
and moldy 2YPSUm board 
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was leaking (Figure 6). 
The surrounding floor 
and gypsum board were 
very wet, since this was 
the same location of the 
drain line that had been 
replaced. 
Bathroom/Kitchen: 
The main bathroom 
exhaust fan measured 0 
CFM. The master 
Figure 6- Leak from water 
softener 
bedroom bathroom exhaust fan measured 18 CFM. Both 
Figure 7 - Energy truss with 
wall sheathing extending up to 
top cord of truss 
fans were controlled by a separate switch and 
vented to the outside, as did the kitchen fan. 
The kitchen sink had a leak and the base of the 
cabinet and floor sheathing were water stained. 
Attic: The attic was insulated with approximately 
6" of blown cellulose insulation. Energy trusses 
were used to maximize insulation over the top 
plates. Also, the OSB wall sheathing extended up 
to the top cords providing an air barrier at the top 
plate (Figure 7). The roof sheathing was in very 
good shape with no signs of mold. The attic hatch 
was insulated, but not air-sealed. No mold was 
found on the OSB insulation dam around the 
hatch. 
Heating System: The forced air system was a 
combination propane-fired furnace with wood 
back-up. There were two return air registers in 
the basement. The propane furnace was a 90% 
condensing model and sealed combustion, 
however the combustion air intake was not 
installed (Figure 8). Consequently, all 
combustion air was drawn from inside the house. 
The water heater was electric. 
Figure 8- Missing combustion air intake 
on 90°/o furnace 
Figure 9 - Dirty filter on fresh air intake 
An air-to-air heat recovery unit was located in the home, but was turned off. The fresh 
air intake was blocked and the filter was very dirty (Figures 9). 
Occupant Notes: Two adults and 3 children, ages 2, 6, and 8, lived in the home. The 
youngest child had a weak immune system and recent bouts with bronchitis. There were 
no smokers in the household. 
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Recommendations: 
1. Installlow-sone bathroom exhaust fans in 
both bathrooms with mechanical timers. 
2. Seal the return air grilles in the basement 
and install a new return air duct upstairs, if 
necessary (Figure 1 0). 
3. Install an additional 7" of cellulose in the 
attic. 
August 2-4, 2004 
4. Air-seal the attic hatch. Figure 10- Dirty cabinet at location of 
fresh air intake 
5. Place additional fill over the excavated site 
and grade such that drainage is away from the home. 
6. Fill the holes and depressions around the window wells and grade to drain away 
from the home. 
7. Remove the moldy drywall from the basement and install a new drywall over 'l4" 
or 'l2" furring strips, keeping the base of the drywall at least 2" off of the basement 
floor. 
8. Extend the sump pump discharge away from the foundation. 
9. Inspect and repair the dryer vent. 
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Concrete block, crawl space 
Forced Air furnace (LP) 
Modular, 2" x 6" 
Mold and Moisture Conditions: The bathroom had 
extensive spotty mold covering most of the bathroom 
walls and ceiling (Figure 2). The bathroom exhaust 
fan measured 0 CFM. In addition, an air-to-air heat 
recovery system was installed in the house with stale 
air being exhausted from the bathroom. 0 CFM was 
measured at this outlet as well. The occupants 
reported that the mold in the bathroom becomes more 
problematic in the summer. 
Rainwater Management: Site drainage was fairly 
flat. There was no gutter system on the home. 
Crawl Space: The crawl space was inaccessible. 
However, there were four vents and the occupants 
reported the foundation walls were insulated with 
foam board. Both supply and return ducts were 
located in the crawl space. 
Bathroom/Kitchen: The bathroom fan measured 0 
CFM and was controlled by a separate switch. Walls 
and ceiling were very moldy. The vinyl base on the 
bathroom cabinet was delaminating (Figure 3) 
indicating water on the floor. The kitchen fan vented 
to the outside. 
Attic: The attic was inaccessible. Ducts for the air-
to-air heat recovery system were located in the attic 
and could not be inspected. No mold was found at 
the junction of the exterior wall and ceiling 
Heating System: The forced air system was a down-
flow propane-fired model. The heat recovery system 
was located over the water heater. Air flow from the 
bathroom grille measured 0 CFM (Figure 4). A 
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Figure 2 - Bathroom mold 
Figure 4 - Exhaust fan in 
foreground; exhaust grille in 
back 
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supply air grille located in a bedroom appeared to be a return grille due to the dust and 
lint found on it. The supply air grille in the living room appeared sealed shut. 
Occupant Notes: Four adults and three children had lived in the home for two years. 
There were no smokers in the home. 
Recommendations: 
1. Install a low-sone bathroom exhaust fan in the bathroom with a mechanical timer. 
2. Inspect the air-to-air heat recovery ducts in the attic to ensure that they are 
installed properly and connected with minimal bends and compressions. 
3. Seal and insulate the crawl space vents. 
4. Clean the mold from surfaces and replace or repair damaged surfaces. 
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